
 

STEP 1 

Connect Network Cable 

to Ethernet Port. 

STEP 2 

Connect the VS1-G7  

gateway to your G7 Drive 

 

Use twisted cable 

Terminal 

Numbers 

STEP 4 

Connect Network Cable 

to Ethernet Port and 

power-up module. 

Check Link LED: 

   10Mbps (green) 

   100Mbps (orange) 

Check network cable if LED does 

not light up! 

STEP 3 Connect Power Supply 

(9 - 24VAC/DC) 
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Connect Terminal 13 and 14 of the VirtualSCADA VS1-G7 

Module to the RS485/422 terminals of your drive(s).  

- + 

VS1-G7 

Module 

VS1 Web-based SCADA – RS232 - RS485 - Modbus/TCP Communication Gateway 
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G7 User Terminals 

To access the VS1-G7 and drive system via the Internet requires the user to have an 

internet connection to be available at site with a static IP to the VS1-G7.  

 






